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PROP. SAN. MH.2A

PROP. SAN. MH.5A

PROP. SAN. MH.7A

PROP. SAN. MH.6A

PROP. SAN. MH.3A

PROP. SAN. MH.1A

PROP. SAN. MH.3AX

EX. ANCHOR POLE TO BE SUPPORTED

APPROXIMATE
20X70m MT
COMPOUND AREA

BY-PASS FOR FUTURE
SIDE STREET
CONNECTION (SIZE TO
BE CONFIRMED)

PROP. BENTONITE
TRENCH PLUG
(RoP STD.2-3-2)

20X70m MT
COMPOUND AREA

PROP. SAN MT SENDING SHAFT 3

PROP. SAN DROP PIPE

(SAN. P.I. No.6)

(SAN. P.I. No.9)

(SAN. P.I. No.8)

(SAN. P.I. No.7)

PROP. SAN MT SENDING SHAFT 1

PROP. SAN MT
RECEIVING SHAFT 2

RECEIVING SHAFT
WORK AREA

APPROXIMATE 14X100m
MT COMPOUND AREA
(THE GRADE TO BE
RESTORED AS ORIGINAL
CONDITION AFTER
CONSTRUCTION)

( SAN. P.I. No.3)

CONTRACTOR TO VERIFY ALIGNMENT & SLOPE, AS-BUILT
INVERT OF EX. 1200mm SAN PIPE, ENSURE PROPOSED
SLOPE CAN BE ACHIEVED, PRIOR TO COMMENCE ANY
MICRO-TUNNELLING WORK.

PROP. 1800mm DIA. STEEL LINER  (6.0m OF MIN. 12.7mm WALL
THICKNESS) TO BE JACKED FROM PROP. SHAFT 1 BACK INTO
EX. SHAFT AS LINER FOR 1200mm CPP SAN PIPE. VOIDS TO
BE GROUTED AFTER CPP PIPE INSTALLATION. REFER TO
DETAIL ON THIS DWG.

CONTRACTOR TO  REMOVE FILL MATERIAL WITHIN EX. SHAFT, BREAK
INTO EX. SHAFT WALL (HAND DIG), REMOVE EX. BULKHEAD & CONNECT
TO EX. 1200mm SAN PIPE. EX. SHAFT TO BE FILLED UPON COMPLETION.

PROP. 1200 SAN

(SAN. P.I. No.4)

900m RADIUS START POINT
(SAN P.I. No. 5)520m RADIUS END POINT

(SAN P.I. No. 10)

(SAN. P.I. No.11)

(SAN P.I. No.15)

(SAN P.I. No.17)

(SAN P.I. No.18)
(SAN P.I. No.19)

APPROXIMATE 17.5X80m
MT COMPOUND AREA

(OPTIONAL IF REQUIRED)

PROP. SAN MT
SENDING SHAFT 7

PROP. TEMP
BULKHEAD

(SAN P.I. No.20)
PROP. SAN MT

RECEIVING SHAFT 5

RECEIVING
SHAFT
WORK AREA

(SAN P.I. No. 12)
PROP. SAN MT
INTERMEDIATE SHAFT 6

9.1X87m MT
COMPOUND AREA

HYDRANT PLATFORM
(OPSD 217.050)

PROP. 300 CSP CULVERT;
INVERTS TO MATCH EX. DITCH

ELEVATION

FUT. SAN.

FUT. SAN.

FUT.
SAN.

FUT.WM. FUT.WM.

FUT.WM.

PROP. 0.3° HOR./1.4°
VERT. DEFL.
(WM P.I. No.21) PROP. 22.5°

HOR. BEND
(WM P.I. No.15)

PROP. 22.2° VERT. BEND
(WM P.I. No.17)

EX. GUY WIRES
TO BE
RELOCATED

PROP. 600 CPP WM

PROP. 10° HOR./
0.3° VERT. BEND

(WM P.I. No.18)

PROP. 600 CPP WM

PROP. 0.4° VERT. DEFL.
(WM P.I. No.19)

PROP. BENTONITE
TRENCH PLUG
(RoP STD.2-3-2) (TYP.)

PROP. 600 CPP WMPROP. 600 CPP WM

PROP. 1.3°
VERT. DEFL.

(WM P.I. No.20)

PROP. BENTONITE
TRENCH PLUG
(RoP STD.2-3-2) (TYP.)

PROP. 1.4°
VERT. DEFL.

(WM P.I. No.28)
PROP. BENTONITE

TRENCH PLUG
(RoP STD.2-3-2) (TYP.)

PROP. 1.3°
VERT. DEFL.
(WM P.I. No.29)

PROP. BENTONITE
TRENCH PLUG

(RoP STD.2-3-2) (TYP.)

PROP. 600 CPP WM

SIGNLE DRAIN VALVE
CHAMBER VC03-G

(STD. 1-3-28, 1500mm)

PROP. 22.5° VERT. BEND
(WM P.I. No. 33)

600x150 TEE (P.I. No. 31)

PROP. 1.7°
VERT. DEFL.
(WM P.I. No.35)

PROP. BENTONITE
TRENCH PLUG

(RoP STD.2-3-2) (TYP.)

PROP. BENTONITE
TRENCH PLUG
(RoP STD.2-3-2) (TYP.)

PROP. 600 CPP WM

BY-PASS FOR FUTURE SIDE
STREET CONNECTION

(PROP. 400 CPP WM)

CHAMBER VC04-G c/w DRAIN VALVE AND AIR
RELEASE VALVE (MODIFIED STD. 1-3-22)

PROP. BENTONITE
TRENCH PLUG
(RoP STD.2-3-2) (TYP.)

PROP. 600
CPP WM

PROP. 3.6° VERT. BEND
(WM P.I. No. 42 AND 43)

PROP. BENTONITE
TRENCH PLUG
(RoP STD.2-3-2) (TYP.)

PROP. 600 CPP WM

PROP. BENTONITE
TRENCH PLUG

(RoP STD.2-3-2) (TYP.)

CHAMBER VC05-G c/w DRAIN VALVE AND AIR
RELEASE VALVE (MODIFIED STD. 1-3-22)

BY-PASS FOR FUTURE SIDE
STREET CONNECTION

(PROP. 300 WM)

PROP. 0.4° VERT. DEFL.
(WM P.I. No. XX)

CHAMBER VC02-G c/w
DOUBLE AIR RELEASE VALVE
(MODIFIED STD. 1-3-22)

BY-PASS FOR FUTURE SIDE STREET
CONNECTION (PROP. 300 WM)

BRANCH TEE (WM P.I. No.23)

PROP. 300 RESTRAINED BRANCH PLUG
c/w 50 BLOW OFF (WM P.I. No.25)

BRANCH VALVE (WM P.I. No.24)

LINE VALVE (WM P.I. No.26)

PROP. 22.5° VERT. BEND
(WM P.I. No.16)

PROP. BENTONITE
TRENCH PLUG
(RoP STD.2-3-2) (TYP.)PROP. BENTONITE

TRENCH PLUG
(RoP STD.2-3-2) (TYP.)

PROP. BENTONITE
TRENCH PLUG

(RoP STD.2-3-2)
(TYP.)

PROP. 1.0° HOR./
0.1° VERT. DEFL.
(WM P.I. No. 22)

PROP. 20.9° VERT. BEND
(WM P.I. No. 34)

PROP. 400 RESTRAINED
BRANCH BULKHEAD c/w 50
BLOW OFF (WM P.I. No.40)

PROP. 300 RESTRAINED BRANCH
PLUG c/w 50 BLOW OFF (WM P.I. No.44)

PROP. 0.2° VERT. DEFL.
(WM P.I. No. 30)

PROP. 600mm WM PLUG (WM P.I. No.48)

TEMP FLUSHING HYDRANT (WM P.I. No.49)

BRANCH TEE (WM P.I. No. 46)
BRANCH VALVE ( WM P.I. No.45)

LINE VALVE (WM P.I. No.47)

BRANCH TEE (WM P.I. No. 38)
BRANCH VALVE ( WM P.I. No.39)

LINE VALVE (WM P.I. No.41)

PROP. 150 WM
DRAIN VALVE (P.I. No.32)

PROP. 0.8° VERT. DEFL.
(WM P.I. No.18.2)

PROP. 1.0°
VERT. DEFL.

(WM P.I. No.18.1)

PROP. 0.3°
VERT. BEND/

52° HOR. BEND
(WM P.I. No.15/1)

(SAN P.I. No.14) PROP. SAN. PLUG

PROP. 22.5°
HOR. BEND
(WM P.I. No.XX)

PROP. 22.5° HOR. BEND
(WM P.I. No.XX)

PROP. 0.2°
VERT. DEFL.
(WM P.I. No.XX)

PROP. 0.2° VERT. DEFL.
(WM P.I. No. XX)

PROP. TEMP 45° HOR.B
(WM P.I. No. XX)
PROP. FINAL 45° HOR. B
(WM P.I. No. XX)

TEMP. 200 WM RELOCATION

PROP. 45° HOR. B c/w
RESTRAINT JOINTS
(WM P.I. No. XX)

PROP. TEMP 45° HOR.B
(WM P.I. No. XX)

PROP. FINAL 45° HOR. B
(WM P.I. No. XX)

PROP. 45° HOR. B
(WM P.I. No. XX)

22.0m- EX. 200 WM TO BE RELOCATED
(FULLY RESTRAINED)

FINAL. 200 WM RELOCATION

TEMP. 200 WM RELOCATION
PROP. TEMP 45° HOR.B
(WM P.I. No. XX)

PROP. FINAL 45° HOR. B
(WM P.I. No. XX)

PROP. 45° HOR. B
(WM P.I. No. XX)

18.0m- EX. 200 WM
TO BE RELOCATED

(FULLY RESTRAINED)

FINAL. 200 WM RELOCATION

PROP. 0.1° VERT. DEFL.
(WM P.I. No.XX)

PROP. TEMP 45° HOR.B
(WM P.I. No. XX)

PROP. FINAL 45° HOR. B
(WM P.I. No. XX)

PROP. 45° HOR. B
(WM P.I. No. XX)

PROP. SAN. MH.3AX

PROP. SAN. PLUG

PROP. SAN. MH.1A

PROP. SAN. MH.2A

PROP. SAN. MH.3A

PROP. 525
CPP SAN

PROP. 525 SAN

PROP. 1200 SANPROP. 1200 SANPROP. 1200 SAN
PROP. 1200 SAN

PROP. 1200 SAN

PROP. 1200 SAN

PROP. 1200 SAN

PROP. 375 PVC SAN DR26

PROP. SAN. MH.6A

PROP. 600 CPP SAN
PROP. SAN. PLUG

PROP. SAN. MH.5A

PROP. SAN. MH.7A

PROP. 600 CPP SAN

PROP. SAN. PLUG
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